
Water Testing for Coliform Bacteria

If safe, test in 15 months

If safe, test in 15 months

If safe, test in 15 months If unsafe, contact well driller
or DNR private water supply

specialist for help

If safe, retest in 1-3 months If unsafe, contact well driller
or DNR private water supply

specialist for help

Retest in one week

If unsafe, inspect well, make repairs,
disinfect well

If unsafe, retest immediately

test every 15 months


